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PROVIDE LINK SEALS
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PUMP DISCHARGE UP
FLYGT BALL

FLYGT BALL

AND CONTROLS
CONDUITS FOR POWER

SHUT-OFF VALVE
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LEAD PUMP ON

LAG PUMP ON

HIGH WATER ALARM
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LIQUID LEVEL
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POWER CABLE
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CHECK VALVE
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INTERMEDIATE

SHUT-OFF VALVE

VENT UP
PUMP DISCHARGE

PUMP DISCHARGE UP
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GUIDE RAILS

CONCRETE FILL

ACCESS COVER
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PP-3.2

PUMPS PIT BOTTOM PUMPS OFF LEAD PUMP LAG PUMP HIGH WATER REMARKS

ON ON ALARM

ACCESS COVER ABOVE
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COMPRESSED AIR

FROM SITE SYSTEM

2"

1/2"CDA FOR HVAC

MAKE-UP

PAVEMENT

OR GRADE

FRAME AND COVER

SET CASTING IN

GROUT

LADDER RUNGS

12" ON CENTERS

30"

5" WALL

7" WALL

48" DIA.

72" DIA.

CHANNEL TO BE

POURED IN FIELD

SET ON 6" BED

OF COMPACTED

FILL6" BASE

8" BASE

4
PRECAST CONCRETE MANHOLE DETAIL

N.T.S.

MAXIMUM OF 3

COURSES OF BRICK

TO ADJUST HEIGHT

TO FIN. GRADE

ENTIRE OUTER

SURFACE COATED

WITH TWO (2) COATS

OF BITUMASTIC

PAINT

MECHANICAL

CONDENSATE

DRAIN BY OTHERS

SANITARY

TEE

P-TRAP WITH

FUNNEL
VENT FOR STORM

LIFTSTATION

PP-4.1 57'-0" 57'-8" 58'-6'" 59'-0" 59'-6" -
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ILR,GPP,LNI, HEM
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IT IS A VIOLATION OF LAW FOR ANY PERSON TO
ALTER THESE DOCUMENTS IN ANY WAY UNLESS
ACTING UNDER THE DIRECTION OF A LICENSED
PROFESSIONAL ENGINEER OR LICENSED
ARCHITECT.
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